




3











22.5°SO 02.09. 12:30 18.5°START

Licht

Füllstände

Campingmodus

Batterie

Temperatur

Einstellungen

MIX























































































RESET IN IT .  .



s


	The Grand California 2020 Truma Combi heater
	Introduction
	The overview of installation locations
	The display and operating units of the Truma Combi heater
	The variants of the Truma Combi heater
	Technical data
	The heating levels

	Operation
	The display and operating units

	Operating modes
	The operating modes of the Truma Combi 6 and 6 E
	The operating modes of the Truma Combi D 6 E

	Truma Combi 6
	The overview of the Truma Combi 6
	The function of the Truma Combi 6
	The components of the Truma Combi 6

	Truma Combi 6 E
	The overview of the Truma Combi 6 E
	The function of the Truma Combi 6 E
	The components of the Truma Combi 6 E

	Truma Combi D 6 E
	The overview of the Truma Combi D 6 E
	The function of the Truma Combi D 6 E
	The components of the Truma Combi D 6 E

	System components
	The interior temperature sensor
	The window contact switch for vent windows
	The air ducts
	The water system
	The gas supply of the Truma Combi 6 and 6 E
	The fuel supply of the Truma Combi D 6 E
	The gas flue
	The diesel flue

	Error messages
	The warnings and faults



